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HVAC CONTROL SEQUENCE

TYPICAL LABORATORY HVAC CONTROL SEQUENCE:

TYPICAL ROOM HVAC CONTROL SEQUENCE:

1 BO AHU-S-X18 FAN ENABLE
2 AO AHU-S-X18 FAN VFD SPEED
3 AI AHU-S-X18 FAN STATUS, DIFFERENTIAL PRESSURE TRANSMITTER, 0-4.0 IN WG RANGE
4 AI AHU-S-X18 DUCT STATIC PRESSURE, DIFFERENTIAL PRESSURE TRANSMITTER, 0-2.0 IN WG RANGE
5 AO TERMINAL UNIT FACTORY INSTALLED CONTROLLER. TYPICAL OF 11.
6 AO TERMINAL UNIT HEATING COIL - 2 WAY VALVE, 0-10 VDC. TYPICAL OF 11.
7 AO FUME HOOD AIR VALVE DAMPER, MODULATING, 0-10 VDC. TYPICAL OF 4.
8 AI SPACE DIFFERENTIAL PRESSURE TRANSMITTER, 0-1.0 IN WG RANGE. TYPICAL OF 2.
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MARK

TYPE(S) NAME AND DESCRIPTION

CONTROL AND MONITORING POINTS/DEVICES
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